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 Respecting a safe distance from the ceiling installation

INSTALLATION INSTRUCTION 

1. Always Turn o� the power supply before installation.
2. Should be installed by quali�ed electricians.
3. All electrical connection must be in accordance with local National Electrical Code(N.E.C) standards.
4.  If the product is damaged, do not use it 

Risk of 
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YALA - YALA ONE LED PANEL

Color temperature optional

Turn off power before switching 
colour temperature.

3000K = Yellow Connector

4000K = White Connector

3000K

4000K

200-240VAC 50/60hz
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Brown=L
Blue=N

0. 75-1. 5mm²

N
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- Please read this intruction carefully before operetion.

- Please retain it for furure reference.
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